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  State Water Project 

• Largest state-built and operated water and power 
system in the U.S. 

– 32 Storage Facilities 
– 21 Pumping Plants 
– 4 Pumping-generating Plants 
– 8 Hydroelectric Generating Plants 
– 700 miles of Canals and Pipelines 

• Multiple Purposes and Benefits: 
– Water Supply 
– Flood Control 
– Fish and Wildlife Mitigation and Enhancement 
– Delta Water Quality and Outflow 
– Power Generation 
– Recreation 



 SWP pumping and generating 



 

 

Flexible Resources Study- SB49  
Project Objective Statement: 

Identify, Plan, and Recommend specific SWP improvements and strategies that add sustainable operational flexibilities needed to 
meet future power market opportunities, challenges, and obligations. 

SWP Strategic Need: 

To sustain reliable SWP water deliveries, and, to efficiently operate within CAISO current and future power market design 
constraints (price trends, Ancillary services, renewable integration, Capacity, etc.) The SWP needs to consider adopting new 
operational strategies, make physical changes to owned facilities, and deploy new technologies at existing pumping and generation 
plants, to better position the project to participate in California’s emerging electricity market. 

SB 49- Energy: appliance standards and State Water Project assessment: 

On Oct 09, 2019, Governor Newsom signed SB 49. The Bill requires California Natural Resources Agency (CNRA), California 
Energy Commission (CEC), and DWR to collaborate on assessing the opportunities and constraints for potential operational and 
structural upgrades to the State Water Project to aid California in achieving its climate and energy goals, and to provide associated 
recommendations consistent with specified purposes and California’s energy goals. 



Flexible Resources Study- SB49 Project Scope of Work and Schedule 

Q1 2020 

Initiate  
Reconnaissance  

and Scoping 

• Concepts 
Discussion 

• Scoping 
Assessment  
planning  tracks  

• Identify  Project 
Expectations 

• Define  
deliverables  

Q2 2020 Q3 2020 

Identify  Potential and  formulate  
Operational  Scenarios 

• Historical  SWP  Operation  Data  Analysis 
• Energy  Market  Data  Analysis 
• Model   Development 

• Hyatt  Pump-back  Model 
• Hec-Ras  Hydrodynamics   model  
• SWP  Reoperation Optimization 

Q4 2020 Q1 2021 

Identify  Potential and  formulate 
Operational  Scenarios 

• Concepts/Planning  tracks   Investigation
• Operational  and  Markets  analysis  
• Analysis  and  Model  Results  
• Portfolio  and  strategic  fit  
• Cost  Benefit  Analysis 

 

• Report  Progress 
to  Stakeholders  
and  CWC  

• Report  Progress 
to  Stakeholders  
and  CWC  

Q2 2021 

Perform  Viability 
Assessment 

• Project 
Constraints  and  
limitations 

• Alternatives  
implementation 
challenges  

• Competing  SWP 
priorities 

• Report  Progress 
to  Stakeholders  
and  CWC  

Q3 2021 

Develop 
Preliminary  
Alternatives 

• Finalize  Viable  
Project  Findings 
and  Results 

• Report 
Opportunities 
and  Challenges  

Q4 2021 

Development  of 
Assessment  

Report  

• Finalize  
Assessment  
report  

• Present  
assessment  
findings  to  Core 
and  Expanded  
participants  
groups 

• Conduct  
meetings  with 
Industry  and 
Public 



Evolution of CAISO Market and Emerging Trends 



Flexible Resources Study 
Track 1- Shaping SWP Load & Generation 

 

  

Edmonston Historical vs Re-operated Dispatch (Restricted) 
2035 LMP Forecast (2005 Annual Load) 
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Flexible Resources Study 
Track 2- Reoperations of select SWP Pumping Plants (Unrestricted) 

Note: Preliminary and Proprietary; 
Do not reproduce 

 

  

Edmonston Historical vs Re-operated Dispatch (Unrestricted) 
2035 LMP Forecast (2005 Annual Load) 
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Flexible Resources Study 
Track 1 & 2 – Emissions Reduction from Reoperations 

Note: Preliminary and Proprietary; 
Do not reproduce 
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Flexible Resources Study 
Track 3- Pumped Storage 

Lake Oroville 
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Flexible Resources Study 
Track 3- Pumped Storage 

Hyatt Pumpback Model Output 
(March 9,  2035) 
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Flexible Resources Study 
Track 3- Pumped Storage 

Hyatt Pumpback Model Output 
(September 23, 2035) 
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Flexible Resources Study 
Track 4- Integrating Battery Storage with Renewable Resources 



 

Flexible Resources Study 
Track 4- Integrating Battery Storage with Renewable Resources 

Edmonston 

Note: Preliminary and Proprietary; 
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Flexible Resources Study 
Track 5- Retrofit of Select Pumping Plants 

Grimsel 2 pumped-storage  plant (Switzerland): 
The concept of running the synchronous motor/generator at variable 
speed by feeding its stator with a variable frequency overcomes the 
limitations of the previous fixed-speed design, providing valuable 
operational benefits. 

1. Optimized use of excessive energy on the grid: continuously 
adjustable energy consumption is provided in pump operation, 
increasing the amount of stored water. 

2. Quick start of the pump without water loss: the unit in pump 
mode is now started by means of the converter within 60 
seconds, thereby saving large amounts of valuable stored water. 

3. Reactive power compensation: the power converter can be 
operated without the machine as a reactive power compensation 
system, offering up to 100MVar instantaneous support to the 
grid. 

16 

Because it was not necessary to modify the existing generator and 
step-up transformer, the installation of the frequency conversion unit 
was possible without impact on the plant’s operation, and it’s hookup 
caused minimum interruption of service. 



 

Flexible Resources Study 
Track 5- Retrofit of Select Pumping Plants 

Note: Preliminary and Proprietary; 
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Chrisman Large Unit Proposed Variable Speed Pump 
Power Ranges (MW) 
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Flexible Resources Study 
Track 6 - SWP Hydraulic and Transient Modeling, and Aqueduct Stability 



Flexible Resources Study 
Track 6 - SWP Hydraulic and Transient Modeling, and Aqueduct Stability 

Note: Preliminary and Proprietary; 
Do not reproduce 
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Flexible Resources Study 
Track 7 – Real-Time Market Load Bidding 

Edmonston 

Note: Preliminary and Proprietary; 
Do not reproduce 



 

Flexible Resources Study 
Track 7 – Real-Time  Market  Load  Bidding 

Edmonston 

Note: Preliminary and Proprietary; 
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Flexible Resources Study 
Track 8 – Adding Pockets of Storage at Strategic Locations 

Land Adjacent to Chrisman Pumping Plant 

Note: Preliminary and Proprietary; 
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Flexible Resources Study 
Track 8 – Adding Pockets of Storage at Strategic Locations 

Note: Do not reproduce; proprietary information 



 

 

Flexible Resources Study
Track 9: Integration of On-Site Solar Generation at Pumping Plants 

Buena Vista - Restricted Operation 

Note: Preliminary and Proprietary; 
Do not reproduce 



 

Flexible Resources Study
Track 9: Integration of On-Site Solar Generation at Pumping Plants 

Buena Vista Un-restricted Operation 

Note: Preliminary and Proprietary; 
Do not reproduce 



 Next Steps 

• Complete the analytics phase 
• Perform viability assessment 
• Develop preliminary alternatives 
• Develop assessment report 



   Update- DWR Renewable Energy Procurement Plan 



   C A L I F O R N I A  D E P A R T M E N T  O F  W A T E R  R E S O U R C E S  

Thank You 

Questions? 
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